
 NONMETALLIC SHEATHED 

CABLE PROTECTION (E16) 
 

COMMUNITY DEVELOPMENT 

PERMIT CENTER 

ONE TWIN PINES LANE, SUITE 110 BELMONT CA 94002-3867 (650) 595-7422 

2013 CA ELECTRICAL CODE 
300-4 

NMS cable must be located 1¼ 
inches from the edge of a stud or 
joist or protected from damage by 
1/16 inch thick metal plates. Cables 
shall be protected when run 
through metal framing members by 
listed bushings or listed grommets. 
 


